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the information described in para-
graphs (g)(1) through (7) of this section. 

(1) Identification of the parameters 
associated with operation of the sta-
tionary combustion turbine and any 
emission control device which could 
change intentionally (e.g., operator ad-
justment, automatic controller adjust-
ment, etc.) or unintentionally (e.g., 
wear and tear, error, etc.) on a routine 
basis or over time; 

(2) A discussion of the relationship, if 
any, between changes in the param-
eters and changes in HAP emissions; 

(3) For the parameters which could 
change in such a way as to increase 
HAP emissions, a discussion of why es-
tablishing limitations on the param-
eters is not possible; 

(4) For the parameters which could 
change in such a way as to increase 
HAP emissions, a discussion of why 
you could not establish upper and/or 
lower values for the parameters which 
would establish limits on the param-
eters as operating limitations; 

(5) For the parameters which could 
change in such a way as to increase 
HAP emissions, a discussion identi-
fying the methods you could use to 
measure them and the instruments you 
could use to monitor them, as well as 
the relative accuracy and precision of 
the methods and instruments; 

(6) For the parameters, a discussion 
identifying the frequency and methods 
for recalibrating the instruments you 
could use to monitor them; and 

(7) A discussion of why, from your 
point of view, it is infeasible, unreason-
able or unnecessary to adopt the pa-
rameters as operating limitations. 

§ 63.6125 What are my monitor instal-
lation, operation, and maintenance 
requirements? 

(a) If you are operating a stationary 
combustion turbine that is required to 
comply with the formaldehyde emis-
sion limitation and you use an oxida-
tion catalyst emission control device, 
you must monitor on a continuous 
basis your catalyst inlet temperature 
in order to comply with the operating 
limitations in Table 2 and as specified 
in Table 5 of this subpart. 

(b) If you are operating a stationary 
combustion turbine that is required to 
comply with the formaldehyde emis-

sion limitation and you are not using 
an oxidation catalyst, you must con-
tinuously monitor any parameters 
specified in your approved petition to 
the Administrator, in order to comply 
with the operating limitations in Table 
2 and as specified in Table 5 of this sub-
part. 

(c) If you are operating a stationary 
combustion turbine which fires landfill 
gas or digester gas equivalent to 10 per-
cent or more of the gross heat input on 
an annual basis, or a stationary com-
bustion turbine where gasified MSW is 
used to generate 10 percent or more of 
the gross heat input on an annual 
basis, you must monitor and record 
your fuel usage daily with separate fuel 
meters to measure the volumetric flow 
rate of each fuel. In addition, you must 
operate your turbine in a manner 
which minimizes HAP emissions. 

(d) If you are operating a lean premix 
gas-fired stationary combustion tur-
bine or a diffusion flame gas-fired sta-
tionary combustion turbine as defined 
by this subpart, and you use any quan-
tity of distillate oil to fire any new or 
existing stationary combustion turbine 
which is located at the same major 
source, you must monitor and record 
your distillate oil usage daily for all 
new and existing stationary combus-
tion turbines located at the major 
source with a non-resettable hour 
meter to measure the number of hours 
that distillate oil is fired. 

§ 63.6130 How do I demonstrate initial 
compliance with the emission and 
operating limitations? 

(a) You must demonstrate initial 
compliance with each emission and op-
erating limitation that applies to you 
according to Table 4 of this subpart. 

(b) You must submit the Notification 
of Compliance Status containing re-
sults of the initial compliance dem-
onstration according to the require-
ments in § 63.6145(f). 

CONTINUOUS COMPLIANCE REQUIREMENTS 

§ 63.6135 How do I monitor and collect 
data to demonstrate continuous 
compliance? 

(a) Except for monitor malfunctions, 
associated repairs, and required quality 
assurance or quality control activities 
(including, as applicable, calibration 
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checks and required zero and span ad-
justments of the monitoring system), 
you must conduct all parametric moni-
toring at all times the stationary com-
bustion turbine is operating. 

(b) Do not use data recorded during 
monitor malfunctions, associated re-
pairs, and required quality assurance 
or quality control activities for meet-
ing the requirements of this subpart, 
including data averages and calcula-
tions. You must use all the data col-
lected during all other periods in as-
sessing the performance of the control 
device or in assessing emissions from 
the new or reconstructed stationary 
combustion turbine. 

§ 63.6140 How do I demonstrate con-
tinuous compliance with the emis-
sion and operating limitations? 

(a) You must demonstrate contin-
uous compliance with each emission 
limitation and operating limitation in 
Table 1 and Table 2 of this subpart ac-
cording to methods specified in Table 5 
of this subpart. 

(b) You must report each instance in 
which you did not meet each emission 
imitation or operating limitation. You 
must also report each instance in 
which you did not meet the require-
ments in Table 7 of this subpart that 
apply to you. These instances are devi-
ations from the emission and operating 
limitations in this subpart. These devi-
ations must be reported according to 
the requirements in § 63.6150. 

(c) Consistent with §§ 63.6(e) and 
63.7(e)(1), deviations that occur during 
a period of startup, shutdown, and mal-
function are not violations if you have 
operated your stationary combustion 
turbine in full conformity with all pro-
visions of your startup, shutdown, and 
malfunction plan, and you have other-
wise satisfied the general duty to mini-
mize emissions established by 
§ 63.6(e)(1)(i). 

NOTIFICATIONS, REPORTS, AND RECORDS 

§ 63.6145 What notifications must I 
submit and when? 

(a) You must submit all of the notifi-
cations in §§ 63.7(b) and (c), 63.8(e), 
63.8(f)(4), and 63.9(b) and (h) that apply 
to you by the dates specified. 

(b) As specified in § 63.9(b)(2), if you 
start up your new or reconstructed sta-

tionary combustion turbine before 
March 5, 2004, you must submit an Ini-
tial Notification not later than 120 cal-
endar days after March 5, 2004. 

(c) As specified in § 63.9(b), if you 
start up your new or reconstructed sta-
tionary combustion turbine on or after 
March 5, 2004, you must submit an Ini-
tial Notification not later than 120 cal-
endar days after you become subject to 
this subpart. 

(d) If you are required to submit an 
Initial Notification but are otherwise 
not affected by the emission limitation 
requirements of this subpart, in ac-
cordance with § 63.6090(b), your notifi-
cation must include the information in 
§ 63.9(b)(2)(i) through (v) and a state-
ment that your new or reconstructed 
stationary combustion turbine has no 
additional emission limitation require-
ments and must explain the basis of 
the exclusion (for example, that it op-
erates exclusively as an emergency sta-
tionary combustion turbine). 

(e) If you are required to conduct an 
initial performance test, you must sub-
mit a notification of intent to conduct 
an initial performance test at least 60 
calendar days before the initial per-
formance test is scheduled to begin as 
required in § 63.7(b)(1). 

(f) If you are required to comply with 
the emission limitation for formalde-
hyde, you must submit a Notification 
of Compliance Status according to 
§ 63.9(h)(2)(ii). For each performance 
test required to demonstrate compli-
ance with the emission limitation for 
formaldehyde, you must submit the 
Notification of Compliance Status, in-
cluding the performance test results, 
before the close of business on the 60th 
calendar day following the completion 
of the performance test. 

§ 63.6150 What reports must I submit 
and when? 

(a) Anyone who owns or operates a 
stationary combustion turbine which 
must meet the emission limitation for 
formaldehyde must submit a semi-
annual compliance report according to 
Table 6 of this subpart. The semiannual 
compliance report must contain the in-
formation described in paragraphs 
(a)(1) through (a)(4) of this section. The 
semiannual compliance report must be 
submitted by the dates specified in 
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